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Environmental Services Division Building 535A 
P.O. Box 5000 

Upton, NY 11973-5000 
Phone 631 344-4225 

NATIOfiL LABORATORY 

, I /- 

! 
Fax 631 344-5812 

rimmerman@bnl.gov 

managed by Brookhaven Science Associates 
., for the U.S. Department of Energy 

wwv.bnl.gov 

May lo,2000 

Ms. Kathleen Newcomer 
Suffolk County Department of Health Services 
Drinking Water Supply Section 
220 Rabro Drive East 
Hauppauge, New York 11788 

Dear Ms. Newcomer: 

SUBJECT: Monthly Water Treatment Plant Reports 
Reference: Suffolk County Minimum Monitoring Requirements for April 2000 

In accordance with the requirements of the BNL Potable Water System Sampling Plan 
and the 2000 SCDHS Minimum Monitoring Requirements for the BNL, Potable Water Supply, 
included please find the following attachments for your records: 

Attachment I: BNL Potable Water Monthly Bacteriological and Operational 
Reports for April 2000; 

Attachment II: ApFilZOOO Biweekly Water Quality Monitoring Data for BNL 
Potable Water Wells and Quarterly Water Quality Data for the BNL 
Distribution System; 

Attachment III: 2000 Second. Quarter Principal Organic Compound Analyses for 
BNL Potable Water Wells. 



Zimmerman to Newcomer -2- May 10,200O 

All analytical results have been reviewed and have been found to be within New York 
State Department of Health Drinking Water Standards (NYSDOH DWS). Collection and 
analysis of these samples are performed in accordance with the guidelines of the BNL Quality 

Assurance (QA) program, the SCDHS Community Water Supply Monitoring Requirements, 
and the BNL Potable Water System Sampling Plan. Routine monitoring samples are collected 
by Plant Engineering Division (PE) personnel using standard operating procedures and analyses 
are performed by a contractor laboratory using standard methods of analysis. -The QA 
documentation is available from the Environmental Services Division (ESD) and PE Divisions. 
Based on this information, we believe the values contained in these reports are representative of 
the BNL potable water system. 

Should there be any questions regarding this report or the analytical or operational data 
contained herein please call either R. Lee (ESD) at (63 1) 344-3 148, M. Allocco (ESD) at (63 1) 
344-3 166, or W. Chaloupka (PE) at (63 1) 344-7136. 

- 

Sincerely, 

e----- 
E. A. Zimmerman, CEP, REM, CEA, CESM 
Division Manager 

EAZ/MA:rt 
Attachments: As noted 

cc: K. Brog w/o attachments 
W. Chaloupka w/attachments 
R. Lee w/attachments 
E. Murphy w/attachments 
P. Ponturo, SCDHS, w/o attachments 
L. Ross w/o attachments 
R. Simeone w/attachments 

EC4120.00 
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ATTAC-NT I 

Brookhaven National Laboratory 
Potable Water Supply 

Monthly Bacteriiological and Operational 
Reports for April 2000 



BROOKHAVEN NATIONAL LABORATORY 

WATER SYSTEMS OPERATION REPORT 

PubllC water suppb Prolectlon 

PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNTY REPORTING PERIOD : APRIL 2000 

LOCATION: WATER TREATMENT PLANT 

Did an emergency occur in any part of the water system? yes_ “0 

zz! 

/ 

Source: Ground Water Does the system have a chlonnation waiver? yes _ no 

Population Sewed 3,500 

Number of routine samples 

(Muslmllect a mmimum of 5 routine samples the month following 
-+ 

a repeat Sample collection) 

Number of actual matine samples 

Does a M&AR violation exist? yes_ NO- / 

If yes, chedr reason’s below. 

_ Adual number of samples fewer than required 

_Failwe to analyze for E. Co11 d there was a posilive resull for 

total cOiif0rm from r&atule. repeat of high turbidity sample 

_Failure to analyze repeat samples. 

Does an MCL violation exist?. & 

I! yes, check reason(s) below. 

_ Two or more pos~twe total coltform samples for systems cotiechng 40 

01 more samples (mutine. repeat or hitwb) per month. 

_Po.vbve E. Coli resu!t followed by a positive total wliform repem sample. 

_Posi(!ve Iolal colifonn result followed by a positive E. Coli repeat sample 

Repoded by:< & ’ @&&z&2/ Da&= 8’- Q s 

/ 



BROOKHAVEN NATIONAL LABORATORY 

WATER SYSTEMS OF’ERATlON REPORT 

Public Water Supply Prolect~ln 

PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNTY REPORTING PERiOD : APRIL 2000 

LOCATION: WELL NO. 6 

Did an emergency czcu~ in any part of the water system? yes no d 

Source: Ground Water Does the system have a chlorination waiver? yes _ no - / 

Population Served 3,500 

Number of routine samples 
J 

(Must mlled a mainurn of 5 routme samples the month felbwang 

a repeat sample collectbn) 

Number of actual routine samples 

Does a M&AR violation exist? yes_ 
N.J - 

_ 

If yes. check reason’s below. 

-Actual number of samples fewer than reqwed. 

-Failure to analyze for E Ccli if there was a posibve result for 

total coltform from routine. repeat of high turbidity sample. 

_Failure to analyze repeat samples. 

Does an MCL violation exist?& 

If yes. check reason(s) below. 

-TWO or more pos~tue total colifon samples for syslems collecting 40 

M more samples (routine. repeat or hlhrb) per month. 

_Pos&e E. Coli result followed by a pesltive total c0l~fot-m repeat sample. 

_Pos~bve total c&form result followed by a positive E. Coti repeat sample. 

Reported bv z&8* +: x-e @J 

cert. # : L5!5i 



t5KWWKHHVtN NH I IUNHL LAtjWKA I UKY 

WATER SYSTEMS OPERATION REPORT 

Public Waler SuPPly Prolecbon 

/ PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNTY REPORTING PERIOD : APRIL 2000 

)L 

i 
LOCATION. WELL NO. 4 

Source.. Ground Water 

Did an emergency occur in any part of the water system? yes_ 

Does the system have a chlorination waiver? yes _ 

Population Served 3,500 

Nurriber of rou’tin~ saniples 

(Must col!+ a mrwnum of 5 routine samples the month folkwng 

a repeat sample colkdnn) 

Number of actual routine samples 

Does a M&AR violation exist? yes-No_ 
- 

If yes. tie& reason’s below. 

_Ac:ual number of samples fewer than reqwred. 

-Fatlure lo analyze for E. Coli d Vlere wee a posilrve resuil for 

total colifofm from mubne. repeat of high lurbldity sample 

_Faiure to analyze repeat samples 

Does an MCL violation exist? t@ 

If yes, check reason(s) below 

_ Two w more pos~live total corfon samples fm systems collecting 40 

or more samples (routine. repeat or hub) Per month. 

_Positwe E. Coli result followed by a positwe total coliform repeat sample 

_Posihve total coliform resuR followed by a positwe E. Coli repeal sample. 



- 

i 
WATER SYSTEMS OPERATION REPORT 

Public Water Suppiy Protect07 

i PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNTY REPORTING PERIOD : APRIL 2000 

: LOCATION: WELL NO. 7 

Source: Ground Water 

Did an emergency xcur in any part of the water system? 

Does the system have a chlorination waiver? 

Population Sewed 3,500 

Number of routine samples 
-2- 

(Must wllect a minimum of 5 mutine samples the month followmg 

a repeat sampie collection) 

Number of actual routine rampks 
I 

Does ztM&AR violationexist? yes -No_ 

If yer. check reason’s below 

_ A& number of samples fewer than required 

_Falure to analyze for E Coh If there was a positive resuit for 

total cnliform from mutiie, repeat of high turtldlty sample. 

-Failure to analyze repeat -pks. 

Does an MCL violation exist?@ 

If yes. check reason(s) below. 

_ Two or more posrt~e total c&form samples fw systems collecting 40 

or more samples (routine. repeat or hilurb) per month. 

_Positrve E. Coli result followed by a pwtive total mliform repeat sample. 

_Posllive total coliform result followed by a paihve E. Coli repeat sample 



BROOKHAVEN NATIONAL LABORATORY 

WATER SYSTEMS OPERATION REPORT 

Public Water Supply Praecaon 

PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNT? REPORTING PERIOD : APRIL 2000 

? 

LOCATION: WELL NO. 10 

Did an emergency occur in any part of the water system? yes_ 

Source. Ground Water Does the system have a chlorination waiver? yes_ - 
n:Y2 

Population Served 3,500 

Number of routine samples 
-2- 

(Must collect a mnunum of 5 routine samples the month followmg 

a repeal sample collection) 

Number of actual mutine samples 

Does a M&AR violation exist? Yes_ No- 
/ 

If yes, check reason’s below 

_Acwal number of sampies fewer than required 

-Failure to analyze fw E. Coli If Ulere was a positwe result for 

loll coilform from rwtine. rep&t of high turbidity sample 

-Failure to analyze repeat samples. 

Does an MCL violation exist? _ &Q 

If yes. check reason(s) belaw 

_ Two or mrxe postive total coliform samples for systems collecting 40 

or more sampies (routine. repeat or hoti) per month 

_Positwe E. Cell result followed by a postwe total mlifarm repeat sample 

_Postbve total cnliiwm result folkwed by a positive E. Coli repeat sample 

Reponed b*&Dfi o.t*~-5-- &+=’ 

Cen.#. 660 
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Public Water Supply ProtectiOn 

WATER SYSTEMS OPERATION REPORT 

PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNTY REPORTING PERIOD : APRIL 2000 

>. , 

LOCATION: WELL NO. 11 

Source: Ground Water 

Did an emergency occur in any part of the water system? yes 

Does the system have a chlorination waiver? yes- - 

CHLORINATION PH 

Treated Liild Sodurn HypccSxite Free CK _ Lime Tqtaliiw 

ly Of Water Gallons Cl2 use Residual _ Sodium Daily TotaCzer 

onth K Gals 196 per24hrs mgll Hydroxide 301600 

6 0 I 
I , I I I 

23 01 
24 2 166 0 0.76 75 310116 

25 2 166 0 0.9 7.5 3ibils 

26 4 166 0 .l 7.5 310122 

27 2 166 0 0.6 7.4 310124 

26 7 168 0 06 1 7.4 310131 

Pop&ion Served 3,500 

Number of routine samples 

(Mud coll& a mixmum of 5 routine samples the month followmg 

a repeat sample cokcnon) 

Number of actual routine samples 

Does a M6AR violation exist? No r yes 

If yes, check reason’s below. 

_ Actual number of samples fewer than required. 

-Failure to analyze for E. Coli if Ihere was a positwe result for 

lotal coliform from routine. repeat of high turbidity sample 

_Failwe to analyze repeat samples. 

Does an MO violation exist?& 

If yes. check reason(s) b&w. 

_ Two or more positwe total coliform samples for systems collechng 40 

or more samples (routme. repeat or hilurb) per month. 

_P&ve E. Co11 result followed by a posiwe total coldorrn repeat sample. 

-Positive total coliform resuil followed by a posibve E. Co11 repeat sample. 



BROOKHAVEN NATIONAL LABORATORY 

WATER SYSTEMS OPERATION REPORT 

Publii water supply Protecllon 

PROGRAM CODE 169 STATION 11515100 SUFFOLK COUNlY REPORTING PERIOD : APRIL 2000 

LOCATION: WELL NO. 12 

Did an emergency occur in any part of the water system? yes _ 

Source: Ground Water Does the system have a chlorination waivefl ,.,-- ;I* 
-- 

Population Served 3.500 

Number of routine samples 4 

(Must collect a millmum of 5 routine samples me month followng 

a repeat sample colbctbn). 

Number d actual routine samples 

Dots a M&AR violation exist? yes No A - 

If yes, check reason’s below 

_ Actual number Of samp!es fewer than rguied. 

_Fallwe to analyze for E. Coli d there was a posnlwe resuil for 

total CoMorm from routine. repeat of high ttiodity sample 

_Fa~lure lo analyze repeat samples. 

Does an HCL yiolation exist7 _ A@ 

If yes. check reason(s) below. 

-Two or mpre pos~hve total coliform sampbs for systems collecting 40 

or more samples (roul~ne. repeal or hlturn) per month. 

_Positive E. COG resull followed by a pos&ve toal e~liicim repeat sample 

_Pos~tive total mhform resull followed by a posittve E. Co11 repeat sample 

Repofled &?@/a 
Date: x-f- Q 0’ 

\ 

ten. #:8J6m 
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Brookhaven National Laboratory 
Potable Water Supply 

April 2000 Biweekly Water Quality Monitoring Data for 
the BNL Potable Water Wells 

and Quarterly Water Quality Data for the BNL Distribution System 



Attachment II 
Table 1 \ 

Summary of Water Quality Analyses ’ 
for the BNL Potable Water System : 

April 2000 

Bldg. 49 4/6/00 7.7 53 143 pmhos 28.7 mg/L 6.1 m@ 

Bldg. 640 4/6/00 7.6 58 156 ~JJ&OS 38.4 mg/L 5.7 mg5 

NR - Analysis Not Required or Not Reported 
WTP: Water Treatment Plant 
Note: 1. Field parameters are only conducted for facilities that are in operation on the day of 

measurement 



#-iS!M IAl3S,INC. 
1 pr 1 

LABORATORY RESULTS 

675 Broad Hollow Road, Melville, NY 117475076 
!631)694-3040. FAX:(631)420-6436 NYSDOH ID# 10478 

BROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 
UPTON, NY 11973 
Attn To : S. SCARPITTAJTONY ROSS 
Federal ID : 5111891 
Collected : 06-APR-2000 0610 

Lab No. : 20000406-I 85 Sample Information... 
Type : Potable Water 

ROUTINE 
\ Origin: DISTRIEUTION 

Received : 06-APR-2000 14:50 

Collected By : TB99 
Location: B-363 APARTME.NT LAUNDRY 

Copies To : SCHD 

Parameter(s) Results 

CONDUCTIVITY 149 

FIELD TEMPERATURE 52 

PH a.2 

TOTAL ALKALINITY 30.3 

CALCIUM 7.7 

Units 
-- 
urn hoskm 

OF 

units 

mg/L 

mglL 

Method Number 

EPA#120.1 

EPA#170.1 

EPAW50.1 

SM#2320B 

EPA#200.7 

Analyzed 

06-APR-2000 

OS-APR-2000 

07-APR-2000 

1 O-APR-2000 

25-APR-2000 

Date Issued : 05/03/2000 ORIGINAL 

I 
Report for client information only 

/ 
Laboatov Director 

I 



i H2M IADS,INC. 

1 of 1 

LABORATORY RESULTS 

575 Broad Hollow Road, Melville. NY 11747-5076 
: (631)694-3040. FAX:(631)4206436 NYSDOH ID# 10478 

BROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 
UPTON, NY 11973 
Attn To : S. SCARPIlTmONY ROSS 
Federal ID : 5111891 
Collected : 06-APR-2000 lo:30 

A& 
Lab No. : 20000406-l 83 Sample Information... 

Type : Potable Water 
ROUTINE 

‘\ 
Origin: DISTRIBUTION 

Received : 06APR-2000 14:50 
Collected By : TB99 

Location: B-49 WATER TOWER 

Copies To : SCHD 

Parameter(s) 

CONDUCTIVITY 

FIELD TEMPERATURE 

i PH 
I::_ 

’ TOTAL ALKALINITY 

CALCIUM 

Results 

143 

53 

7.7 

26.7 

6.1 

Units 

umhoskm 

OF 

units 

mg/L 

mg/L 

Method Number Analyzed 

EPA#120.1 OS-APR-2000 

EPA#l70.1 06-APR-2000 

EPA#l50.1 07-APR-2000 

SM#2320B lo-APR-2000 

EPA#200.7 25-APR-2000 

- 

Date Issued : 05103/2000 ORIGINAL 

Report for client information only 

Lalmatory Drector 



I-@,+4 wB3S,BNC. LABORATORY RESULTS 

675 Broad Hollow Road, Melville, NY 11747-5076 
:531)694-3040. Fm(631)4208436 NYSDOH ID# 16478 

BROOKHAVEN NATIONAL LAB.-BNLY 
70 BELL AVE. 
UPTON, NY 11973 
AttnTo : S. SCARPllTA/TONY ROSS 
Federal ID : 5111891 
Collected : OS-APR-2000 10:15 

Lab No. : 20000406-l 84 Sample Information... 
Type : Potable Water 

ROUTINE 

‘I @@in: DISTRIBUTION 

Received : OS-APR-2000 14:50 
Collected By : TB99 

Location: B-640 WATER TOWER 

Copies To SCHD 

Parameter(s) Results 

CONDUCTIVITY 156 

FIELD TEMPERATURE 58 

PH 7.6 

TOTAL ALKALINITY 38.4 

CALCIUM 5.7 

Units 
-- 
ut-nhoskm 

OF 

units 

m9/L 

mg/L 

Method Number 

EPA#120.1 

EPA#170.1 

EPA#lJO.l 

SM#2320B 

EPA#200.7 

Analyzed 

06-APR-2000 

06-APR-2000 

07-APR-2000 

lo-APR-2000 

25APR-2000 

- 

Date issued : 05/03/2000 ORIGINAL 

Repozc for client infomar_ion only 
Laboratory Director 



I-MM LAU3q1NC. 
575 Broad Hollcw Road, Melville, NY 1 i747-5076 
(631)694-3040. FAX:(631)420-8436 NYSDOH ID# 10478 

LABORATORY RESULTS 

BROOKHAVEN NATIONAL LAB.-BNLM Sample Information... 
70 BELL AVE. 

Lab No. : 20000406-172 

UPTON, NY 11973 
Type : Potable Water 

ROUTINE 
AmTo : S. SCARPIl-TArTONY ROSS Origin: RAW WELL 

Federal ID : 5111891 
Collected : 06-APR-2000 07:OO 

: 

Received : 06-APR-2000 1450 
Collected By : TE99 

Location: WELL fi 

Copies To : SCHD 

Parameter(s) Results Units Limit Method Number - - 

TOTAL COLIFORM BACTERIA NEGATIVE NONE NEGATIVE SM#9223 

E.COLI BACTERIA ABSENT NONE ABSENT SM#9223 

Result(s) reported meet(s) NEW YORK STATElUSEPA limits for Potable Water 

Analyzed 

06-APR-2000 17:15 

06-APR-2000 17~15 

Re-Print Date :03-MAY-2000 ORIGINAL 

Report for client infomtmn only 

Laboraton, Ihector 



1 1-,-m _UVl)lI . VI 

Broad Hollow Road, Melville, NY 11747-5076 
':)694-3043.FAx:(631)420-6436 NYSDOHIG#10478 

3ROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 
LIPTON. NY 11973 
Ann TO : S. SCARPITTMONY ROSS 

Lab No. : 20000406-I 73 Sample Information... 
Type : Potable Water 

ROUTINE 
Origin: tww WELL 

zederal ID : 5111891 
,ollected : 06-APR-2000 O&45 

i 

deceived : OS-APR-2000 14:50 
:ollected By : TB99 

Location: WELL% 

Copies To : SCHD 

Parameter(s) Results Units Limit -- - 

TOTAL COLIFORM BACTERIA NEGATIVE NONE NEGATIVE 

ZCOLI BACTERIA ABSENT NONE ABSENT 

?ssult(s) reported meet(s) NEW YORK STATElUSEPA limits for Potable Water 

- 

Method Number Analyzed 

SW9223 OE-APR-200017:15 

SW9223 06-APR-200017:15 

F.e-Print Date 03-MAY-2000 ORIGINAL 

Report for client ~nfonnation only 

Laboratory Director 



I IZM LCIW3alNU. LABORATORY RESULTS 

‘5 Broad Hollow Road, Melville, NY 11747-5076 
31)694-3040. FAX:(631)420-6436 NYSDOH ID# 10478 

BROOKHAVEN NATIONAL LAB.-BNLM Lab No. : 20000406-I 74 Sample Information... 
70 BELL AVE. 
UPTON, NY 11973 

Type : Potable Water 
ROUTINE 

Attn To : S. SCARPIlTAKONY ROSS Origin: RAW WELL 

Federal ID : 5111891 
Collected : 06-APR-2000 O&30 

? 

Received : 06-APR-2000 1450 
Collected By : TB99 

Location: WELL #?’ 

Copies To : SCHO 

Parameter(s) 

TOTAL COLIFORM BACTERIA 

Results Units Limit Method Number - - Analyzed 

NEGATIVE NONE NEGATIVE SM#!9223 06-APR-2000 17:15 

E.COLI BACTERIA ABSENT NONE ABSENT SM#9223 06-APR-2000 17:lS 

?esult(s) repotted meet(s) NEW YORK STATEI’USEPA limits for Potable Water 

Re-Print Date : 05MAY-2000 ORIGINAL 

Report for client information only 

Laboratory Director 



M2M lABS,INC. LABORATOP 

575 Bmad Hollow Road, MeMIle, NY 11747.5076 
‘531@43040. FAXr(631)42W436 NYSDOH ID# 10478 

BROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 

Lab No. : 20000406-l’ 

UPTON. NY 11973 
AttnTa : S. SCARPIlTA/TONY ROSS 
FederalID : 5111891 
Collected : OS-APR-2000 Of:25 
Received -- : c&APR-2000 1450 ~~~a,,“: wEu M, 
Collected By : fess 

CopiesTo : SCHD 
Report ls.sued : O~-MAY-~OOO 

Parameter(s) Results Units Limit 

TOTAL COLIFORM BACTERlA NEGATI NON: - NEGAl 

Rerutt(s) reported meet(s) NRlV YORK STATUUSEPA limits hr Potable Water 

R&Print Date : os~~~-2ooo ORIGINP 

‘? 

Sample Information... 

Type : Potable Water 
ROUl-lNE 

origin: RAW WELL 

Method Number 

%I#9223 

Analyzed 

OS-APR-2000 17:15 

- 



HZM LAUS,lNC. LABORATORY RESULTS 

i75 Broad Hollow Road, Melville, NY 11747-5076 
631)694-3040. FAX:(631)420-!3436 NYSDOH ID# 10476 

BROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 
UPTON, NY 11973 
AttnTo : S. SCARPIl-TAfTONY ROSS 

Federal ID : 5111891 
Collected : 06-APR-2000 07:30 

Lab No. : 20000406-I 77 Sample Information... 
Type : Potable Water 

ROUTINE 
Origin: RAW WELL 

Received : 06-APR-2000 1450 
Collected By : T899 

Location: WELL #I2 ‘5 

Copies To : SCHD 

Parameter(s) Results Units Limit 
-. - Method Number 

TOTAL COLIFORM BACTERIA NEGATIVE NONE NEGATIVE SM#9223 

E.COLI BACTERIA ABSENT NONE ABSENT SM#9223 

Result(s) reported meet(s) NEW YORK STATEMEPA limits for Potable Water 

Analyzed 

06-APR-2000 17:15 

06-APR-2000 17:15 

?e-Print Date C3-MAY-2000 ORIGINAL 

Repore for client informatmn only 

Laboratory Director 



..- 

ATTACHMENT III 

Brookhaven National Laboratory 
Potable Water Supply 

2000 Second quarter Principal Organic Compound Analyses 
for the BNL Potable Water Wells 



I-MM LAUS,lNC. LABORATORY RESULTS 

~75 Broad Hollow Road, Melville, NY 11747-5076 _’ - ‘. . . . . 
631)694-3040, FAX:(631)420-8436 NYSDOH ID# 10478 

BROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 

Lab No. : 20000406-171 

UPTON, NY 11973 
Attn To : S. SCARPITT~ONY ROSS 

Federal ID : 5111891 
Collected : 06-APR-2000 06:25 
Received : 06-APR-2000 1450 
Collected By : TB99 

Location: BUILDING 624-WTP 

Sample Information... 
Type : Potable Water 

ROUTINE 
Origin: TREATED WELL 

1. 

.1 . . 

Copies To : SCHD 

VOLATILE ORGANICS (METHOD 502.2) - ug/L 
Run Number :I183 

Date Analyzed : 12-APR-2000 

Parameter(s) 

DICHLORODIFLUOROMETHANE 

CHLOROMETHANE 

VINYL CHLORIDE 

BROMOMETHANE 

CHLOROETHANE 

FLUOROTRICHLOROMETHANE 

1.1-DICHLOROETHENE 

METHYLENE CHLORIDE 

TRANS-1,2-DICHLOiOETHENE 

1 ,l-DICHLOROETHANE 

CIS-1,2-DICHLOROETHENE 

2,2-DICHLOROPROPANE 

BROMOCHLOROMETHANE 

CHLOROFORM 

1.1,1-TRICHLOROETHANE 

CARBON TETRACHLORIDE 

1, I-DICHLOROPROPENE 

1,2-DICHLOROETHANE 

TRICHLOROETHENE 

1,2-DICHLOROPROPANE 

DIBROMOMETHANE 

BROMODICHLOROMETHANE 

TRANS-1,3-DICHLOROPROPENE 

CIS-1.3-DICHLOROPROPENE 

I,1 ,P-TRICHLOROETHANE 

TETRACHLOROETHENE 

1.3-DICHLOROPROPANE 

CHLORODIBROMOMETHANE 

CHLOROBENZENE 

1 ,l ,l ,ZTETRACHLOROETHANE 

BROMOFORM 

BROMOBENZENE 

1,1.2.2-TETRACHLOROETHANE 

Results 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

CO.5 

co.5 

co.5 

co.5 

co.5 

co.5 

CO.5 

co.5 

co.5 

co.5 

<OS 

co.5 

CO.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

CO.5 

co.5 

co.5 

<OS 

co.5 

co.5 

Limit 

5.0 

5.0 

2.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

50 

5.0 

5.0 

Resutt(s) reported meet(s) NEW YORK STATWSEPA limits for Potable Water 

I 

Re-Print Date :03-MAY-2000 

t 

ORIGINAL 

Report for client information only 

Param&er(s) Results 

.1,2.3-TRICHLOROPROPANE 

2-CHLOROTOLUENE 

4-CHLOROTOLUENE 

M-DICHLOROBENZENE 

P-DICHLOROBENZENE 

0-DICHLOROBENZENE 

1,2.4-TRICHLOROBENZENE 

HEXACHLOROBUTADIENE 

1,2.3-TRICHLOROBENZENE 

BENZENE 

TOLUENE 

ETHYLBENZENE 

l&XYLENE 

1 ,CXYLENE 

1,2-XYLENE 

STYRENE 

lSOPROPYLBENZENE(CUMENE) 

N-PROPYLBENZENE 

1,3,5_TRIMETHYLBENZENE . 

TERT-BUTYLBENZENE 

1.2.4-TRIMETHYLBENZENE 

SEC-BUTYLBENZENE 

P-ISOPROPYLTOLUENE 

N-BUTYLBENZENE 

METHYL TERT. BUTYL ETHER 

co.5 

co.5 

eo.5 

co.5 

co.5 

<0.5 

co.5 

co.5 

co.5 

co.5 

CO.5 

<0.5 

<0.5 

co.5 

co.5 

co.5 

co.5 

CO.5 

CO.5 

CO.5 

co.5 

co.5 

CO.5 

CO.5 

co.5 

!iDlk 
5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

P Laboratory Director 



! 1LI.m muJqm1 YWrn 

’ Broad Hollow Road, Melville, NY 11747-5076 

_-i)694-3040. FAX:(631)420-8436 NYSDOH ID# 10478 

LAtlUKAl UKY KtSULTS 

3ROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 
gPTON, NY 11973 
Attn To : S. SCARPIlTmONY ROSS 

Federal ID : 5111891 
Collected : OS-APR-2000 07:OO 

Lab No. : 20000406-l 72 Sample Information... 
Type : Potable Water 

ROUTINE 
\ Origin: RAW WELL 
\ 

?.eceived : 06-APR-2000 1450 
Collected By : Ts99 

Location: WELL M 

Copies To : SCHD 

VOLATILE ORGANICS (METHOD 502.2) - ug/L 
Run Number : 1184 

Date Analyzed : 12APR-2000 

Parameter(s] 

DICHLORODIFLUOROMETHANE 

CHLOROMETHANE 

VINYL CHLORIDE 

BROMOMETHANE 

CHLOROETHANE 

FLUOROTRICHLOROMETHANE 

l,l-DICHLOROETHENE 

METHYLENE (CHLORIDE 

-TRANS-1.2-DICHLOROETHENE 

1 ,l-DICHLOROETHANE 

CIS-1,2-DICHLOROETHENE 

2.2-DICHLOROPROPANE 

BROMOCHLOROMETHANE 

CHLOROFORM 

1 ,l .l-TRICHLOROETHANE 

CARBON TETRACHLORIDE 

1 ,I-DICHLOROPROPENE 

1,ZDICHLOROETHANE 

TRICHLOROETHENE 

1.2-DICHLOROPROPANE 

DIBROMOMETHANE 

BROMODICHLOROMETHANE 

TRANS-1,3-DICHLOROPROPENE 

CIS-1,3-DICHLOROPROPENE 

1,1.2-TRICHLOROETHANE 

TETRACHLOROETHENE 

1,3-DICHLOROPROPANE 

CHLORODIBROMOMETHANE 

CHLOROBENZENE 

1 ,l ,1.2-TETRA.CHLOROETHANE 

BROMOFORM 

BROMOBENZENE 

1,1.2.2-TETRP.CHLOROEHANE 

Result(s) reported meet(s) NEW YORK STATUUSEPA limits for Potable Water 

Results 

CO.5 

CO.5 

co.5 

co.5 

co.5 

<OS 

co.5 

co.5 

co.5 

co.5 

<OS 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

CO.5 

co.5 

eo.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

Limit -- 

5.c 

5.C’ 

2.Cl 

5.c 

5.ct 

5.ci 

5.C’ 

5.Cl 

5.C’ 

5.C’ 

5.C 

5.c 

5.c 

50 

5.0 

5.c 

5.C’ 

5.6 

5.c 

5.c 

5.C 

50 

5.c 

5.c 

5.c 

5.C 

5.c 

50 

5.c 

5.c 

50 

5.c 

5.c 

Parameter(s) 

1,2,3-TRICHLOROPROPANE 

2-CHLOROTOLUENE 

CCHLOROTOLUENE 

M-DICHLOROBENZENE 

P-DICHLOROBENZENE 

0-DICHLOROBENZENE 

1,2,4_TRICHLOROBENZENE 

HEXACHLOROBUTADIENE 

1.2,3-TRICHLOROBENZENE 

BENZENE 

TOLUENE 

ETHYLBENZENE 

1.3-XYLENE 

1 ,CXYLENE 

1.2-XYLENE 

STYRENE 

lSOPROPYLBENZENE(CUMENE) 

N-PROPYLBENZENE 

1,3,5_TRIMETHYLBENZENE 

TERT-BUTYLBENZENE 

1,2,4_TRIMETHYLBENZENE 

SEC-BUTYLBENZENE 

P-ISOPROPYLTOLUENE 

N-BUTYLBENZENE 

METHYL TERT. BUTYL ETHER 

Results 

x0.5 

CO.5 

co.5 

co.5 

co.5 

co.5 

so.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

lima 
5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

s 0023 

ie-Print Date : 03-MAY-2C100 

Report for client information only 4 
/ 

Laboratory Director 



F IZM I-A153q1Nbo LABORATORY krSULTS 

275 Broad Hollow Road, Melville, NY 11747-5076 
llu, - 

(631)694-3040. FAX:(631)420-6436 NYSDOH Iwt 10478 

, 
: BROOKHAVEN NATIONAL LAB.-BNLM 
! 70 BELL AVE. 

Lab No. : 20000406-I 73 Sample Information... 
Type : Potable Water 

UPTON, NY 11973 ROUTINE 
Attn To : S. SCARPIlTmONY ROSS ‘_ 

i Federal IO 

Origin: RAW WELL 

: 5111891 ‘\ 

!! Collected : 06-APR-2000 06:45 
Received 06-APR-2000 1450 
Collected By i Tt399 

Location: WELL #6 

i Copies To : SCHD 

/ VOLATILE ORGANICS (METHOD 502.2) - ug/L 
Run Number : 1185 

Date Analyzed : 13-APR-2000 

:! i.: .-J 

.t 

Parameter(sl 

DICHLORODIFLUOROMETHANE 

CHLOROMETHANE 

VINYL CHLORIDE 

BROMOMETHANE 

CHLOROETHANE 

FLUOROTRICHLOROMETHANE 

1 .l-DICHLOROETHENE 

METHYLENE CHLORIDE 

TRANS-1,2-DICHLOROETHENE 

-. 1,1-DICHLOROETHANE 

CIS-1.2-DICHLOROETHENE 

2,2-DICHLOROPROPANE 

BROMOCHLOROMETHANE 

CHLOROFORM 

l,l.l-TRICHLOROETHANE 

CARBON TETRACHLORIDE 

l,l-DICHLOROPROPENE 

1,2-DICHLOROETHANE 

TRICHLOROETHENE 

1,2-DICHLOROPROPANE 

DIBROMOMETHANE 

BROMODICHLOROMETHANE 

TRANS-1.3-DICHLOROPROPENE 

CIS-1.3-DICHLOROPROPENE 

1 ,I ,2-TRICHLOROETHANE 

TETRACHLOROETHENE 
! 

1.3-DICHLOROPROPANE 

CHLORODIBROMOMETHANE 

, CHLOROBENZENE 
/ 

1 .l ,1,2_TETRACHLOROETHANE 

BROMOFORM 

BROMOBENZENE 

1 ,1.2,2-TETRACHLOROETHANE 

Results 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

CO.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

0.5 

co.5 

eo.5 

co.5 

eo.5 

co.5 

co.5 

co.5 

co.5 

<OS 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

Limit 

5.0 

5.0 

2.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

50 

5.0 

5.0 

Parameter(s) 

1,2,3-TRICHLOROPROPANE 

P-CHLOROTOLUENE 

4-CHLOROTOLUENE 

M-DICHLOROBENZENE 

P-DICHLOROBENZENE 

0-DICHLOROBENZENE 

1.2,4-TRICHLOROBENZENE 

HEXACHLOROBUTADIENE 

1,2.3-TRICHLOROBENZENE 

BENZENE 

TOLUENE 

ETHYLBENZENE 

1 ,bXYLENE 

1.4-XYLENE 

1,2-XYLENE 

STYRENE 

ISOPROPYLBENZENE(CUMENE) 

N-PROPYLBENZENE 

1,3,5_TRIMETHYLBENZENE 

TERT-BUTYLBENZENE 

1,2,4_TRIMETHYLBENZENE 

SEC-BUTYLBENZENE 

P-ISOPROPYLTOLUENE 

N-BUTYLBENZENE 

METHYL TERT. BUTYL ETHER 

Results 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

eo.5 

CO.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

<0.5 

co.5 

co.5 

co.5 

co.5 

co.5 

Limit 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

, Result(s) reported meet(s) NEW YORK STATEiUSEPA limits for Potable Water 

Re-Print Date : 03-MAY-2000 ( ORIGINAL 

Report for Clien: information only 

Laboratory Director 



II, . - -u-q-t ._I 

z had Hollow Road, Melville. NY 11747-5076 
1 :)694-3043. FAX:(631)420-8436 NYSDOH IW 10478 

3ROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 

Lab No. : 20000406-l 74 Sample Information... 

JPTON, NY 11973 
Type : Potable Water 

ROUTINE 
.?&I To : S. SCARPITTA/TONY ROSS 

=ederal ID : 5111891 ‘: 
Origin: RAw WELL 

Zollected : OS-APR-2000 O&30 
deceived : OS-APR-2000 1450 
:ollected By : TB99 

Location: WELL #7 

zopies To : SCHD 

VOLATILE ORGANICS (METHOD 502.2) - uglL 
Run Number : 1186 

Date Analyzed : 13-APR-2000 

Parameter(s) 

DICHLORODIFLUOROMETHANE 

CHLOROMETHANE 

VINYL CHLORlDE 

BROMOMETHANE 

CHLOROETHANE 

FLUOROTRICHLOROMETHANE 

l,l-DICHLOROETHENE 

METHYLENE CHLORIDE 

TRANS-1,2-DICHLOROETHENE 

1 ,l-DICHLOROETHANE 

CIS-1,2-DICHLOROETHENE 

2.2-DICHLOROPROPANE 

BROMOCHLOROMETHANE 

CHLOROFORM 

l,l.l-TRICHLOROETHANE 

CARBON TETRACHLORIDE 

l,l-DICHLOROPROPENE 

1,2-DICHLOROETHANE 

TRICHLOROETHENE 

1 .ZDICHLOROPROPANE 

DIBROMOMETHANE 

BROMODICHLOROMETHANE 

TRANS-1.3-DICHLOROPROPENE 

CIS-1.3-DICHLOROPROPENE 

1 ,1.2-TRICHLOROETHANE 

TETRACHLORDETHENE 

1.3-DICHLOROPROPANE 

CHLORODIBROMOMETHANE 

CHLOROBENZENE 

1 ,l ,1,2_TETRACHLOROETHANE 

BROMOFORM 

BROMOBENZENE 

1 ,1,2.2-TETRACHLOROETHANE 

Results &liJ 

CO.5 5.0 

co.5 5.0 

co.5 2.0 

co.5 5.0 

co.5 5.0 

co.5 5.0 

co.5 5.0 

co.5 5.CI 

CO.5 5.CI 

co.5 5.C’ 

co.5 5.Cl 

co.5 5.c1 

co.5 5.c1 

0.8 50 

40.5 5.c 

co.5 5.Cl 

co.5 5.C’ 

co.5 5.ct 

co.5 5.C 

co.5 5.c 

<OS 5.c 

co.5 50 

co.5 5.c 

co.5 5.C 

co.5 5.C’ 

<OS 5.Cl 

co.5 5.C’ 

co.5 50 

co.5 5.CI 

eo.5 5.CI 

co.5 50 

co.5 5.0 

co.5 5.0 

Parameter(s) 

1.2,3-TRICHLOROPROPANE 

2-CHLOROTOLUENE 

4-CHLOROTOLUENE 

M-DICHLOROBENZENE 

P-DICHLOROBENZENE 

0-DICHLOROBENZENE 

1,2,4-TRICHLOROBENZENE 

HEXACHLOROBUTADIENE 

1.2,3-TRICHLOROBENZENE 

BEFjZENE 

TOLUENE 

ETHYLBENZENE 

1,3-XYLENE 

1,4-XYLENE 

1,2-XYLENE 

STYRENE 

lSOPROPYLBENZENE(CUMENE) 

N-PROPYLBENZENE 

1,3,5_TRIMETHYLBENZENE 

TERT-BUTYLBENZENE 

1,2+TRIMETHYLBENZENE 

SEC-BUTYLBENZENE 

P-ISOPROPYLTOLUENE 

N-BUP(LBENZENE 

METHYL TERT. BUTYL ETHER 

Result(s) reported meet(s) NEW YORK STATEMEPA limits for Potable Water 

Results 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

CO.5 

GO.5 

co.5 

<0.5 

co.5 

co.5 

<0.5 

eo.5 

e0.5 

co.5 

co.5 

eo.5 

co.5 

eo.5 

eo.5 

co.5 

co.5 

co.5 

co.5 

v 0024 

umil 
5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 - 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

:-Print Date : O%MAY-2000 ORIGINAL 

Report for client informatmn only 

Laboratory Director 



1 MM L4U2DqIlTl~m LABORATORV Rl%ULTS 

~5 Emad Hollow Road,Melville, NY 11747-5076 
(631)694-304O.FAX:(631)420-6436 NYSDOHID#10478 

1BROOKHAVEN NATIONAL LAB.-BNLM 
’ 70 BELL AVE. 

Lab No. : 20000406-l 75 Sample Information... 
Type : Potable Water 

UPTON, NY 11973 ROUTINE 
;Attn To : S. SCARPITTUONY ROSS Origin: RAW WELL 

iFederal ID : 5111891 ‘\, 
iCollected : ObAPR-2000 07:25 
Received : 06APR-2000 14:50 
Collected By : TB99 

Location: WELL #If 

., 

Copies To : SCHD 

VOLATILE ORGANICS (METHOD 502.2) - uglL 
Run Number :I187 

Date Analyzed : 13-APR-2000 

: -_ :1:.:: 

Parameter(s). 

DICHLORODIFLUOROMETHANE 

CHLOROMETHANE 

VINYL CHLORIDE 

BROMOMETHANE 

CHLOROETHANE 

FLUOROTRICHLOROMETHANE 

1 ,l-DICHLOROETHENE 

METHYLENE CHLORIDE 

, 
TRANS-1.2-DICHLOROETHENE 

1 ,l-DICHLOROETHANE 

CIS-1.2-DICHLOROETHENE 

2.2-DICHLOROPROPANE 

BROMOCHLOROMETHANE 

CHLOROFORM 

/ 1,l .l-TRICHLOROETHANE 

CARBON TETFIACHLORIDE 

1 .l-DICHLOROPROPENE 

1,2-DICHLOROETHANE 

TRICHLOROETHENE 

1.2-DICHLOROPROPANE 

DIBROMOMETHANE 

_. 
,_ : ’ I... -1 .-.. j 

BROMODICHLOROMETHANE 

TRANS-1,3-DICHLOROPROPENE 

CIS-1 ,bDICHLOROPROPENE _ 

1,1.2-TRICHLOROETHANE ’ 

TETRACHLOROETHENE 
I 

1.3-DICHLOROPROPANE 

CHLORODIBROMOMETHANE 

/ CHLOROBENZENE 

1 ,l ,l ,P-TETRACHLOROETHANE 

i 

BROMOFORM 

BROMOBENZENE 

1 ,1,2.2-TETRACHLOROETHANE 

Results 

<OS 

CO.5 

CO.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

1.3 

dO.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

Limit 

5.0 

5.0 

2.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

50 

5.0 

5.0 

Parameter(s) 

1.2,3-TRICHLOROPROPANE 

2-CHLOROTOLUENE 

4-CHLOROTOLUENE 

M-DICHLOROBENZENE 

P-DICHLOROBENZENE 

0-DICHLOROBENZENE 

1,2,4_TRICHLOROBENZENE 

HEXACHLOROBUTADIENE 

1,2.3-TRICHLOROBENZENE 

BENZENE 

TOLUENE 

ETHYLBENZENE 

1,3-XYLENE 

1,4-XYLENE 

1.2-XYLENE 

STYRENE 

ISOPROPYLBENZENE(CUMENE) 

N-PROPYLBENZENE 

1,3,5_TRIMETHYLBENZENE 

TERT-BUTYLBENZENE 

1.2.4-TRIMETHYLBENZENE 

SEC-BUTYLBENZENE 

P-ISOPROPYLTOLUENE 

N-BUTYLBENZENE 

METHYL TERT. BUTYL ETHER 

j Result(s) reported meet(s) NEW YORK STATEIUSEPA limits for Potable Water 

Results 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

eo.5 

co.5 

eo.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

lhlil 
5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

v 0029 

, 
Re-Pnnt Date 03-MAY-2000 

/ 

ORIGINAL 

RepOr: for client information only 

Laboratory Director 



Y2M LAI3SJNC. LABORATORY RESULTS 

z f Broad Hollow Road, Melville, NY 11747-5076 
: ‘i)6943040. FAX:(631)420-6436 NYSDOH ID# 10476 

BROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 
UPTON, NY 11973 
>,.r.n To : S. SCARPIlTkTONY ROSS 

Lab No. : 20000406-176 Sample Information... 
Type : Potable Water 

ROUTINE 
Ori!Jin: TREATED WELL , 

Federal ID : 5111891 
Collected : 06-APR-2000 07~27 
Received : 06APR-2000 1450 
Collected By : TB99 

Location: WELL #I l-TREATED 

Copies To : SCHD 

VOLATILE ORGANICS (METHOD 502.2) - ug/L 
Run Number : 1188 

Date Analyzed : 13-APR-2000 

Parameter(s), Results 

DICHLORODIFLUOROMETHANE co.5 

CHLOROMETHANE co.5 

VINYL CHLORIDE co.5 

BROMOMETHANE co.5 

CHLOROETHANE co.5 

FLUOROTRICHLOROMETHANE co.5 

l.l-DICHLOROETHENE co.5 

METHYLENE CHLORIDE co.5 

TRANS-1,2-DICHLOROETHENE co.5 

1 ,l-DICHLOROETHANE co.5 

CIS-1.2-DICHLOROETHENE co.5 

2.2-DICHLOROPROPANE co.5 

BROMOCHLOROMETHANE co.5 

CHLOROFORM CO.5 

l,l,l-TRICHLOROETHANE CO.5 

CARBON TETRACHLORIDE co.5 

1 ,l-DICHLOROPROPENE eo.5 

1,ZDICHLOROETHANE eo.5 

TRICHLOROETHENE co.5 

1.2-DICHLOROPROPANE co.5 

DIBROMOMETHANE co.5 

BROMODICHLOROMETHANE co.5 

TRANS-1,3-DICHLOROPROPENE co.5 

CIS-1,3-DICHLOROPROPENE co.5 

1 ,l ,P-TRICHLOROETHANE co.5 

TETRACHLOROETHENE co.5 

1.bDICHLOROPROPANE co.5 

CHLORODIBROMOMETHANE co.5 

CHLOROBENZENE co.5 

1 ,I ,I .2-TETRACHLOROETHANE co.5 

BROMOFORM co.5 

BROMOBENZENE co.5 

1 ,1,2,2_TETRACHLOROETHANE co.5 

Limit -- 

5.0 

5.0 

2.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

50 

5.0 

5.0 

Result(s) repotted meet(s) NEW YORK STATEIUSEPA limits for Potable Water 

Parameter(s) Results 

1,2,3-TRICHLOROPROPANE co.5 

2-CHLOROTOLUENE co.5 

4-CHLOROTOLUENE co.5 

M-DICHLOROBENZENE co.5 

P-DICHLOROBENZENE co.5 

0-DICHLOROBENZENE co.5 

1,2.4-TRICHLOROBENZENE co.5 

HEXACHLOROBUTADIENE co.5 

1,2.3-TRICHLOROBENZENE co.5 

BENZENE co.5 

TOLUENE co.5 

ETHYLBENZENE GO.5 

1.3-XYLENE co.5 

1.4-XYLENE co.5 

1,2-XYLENE co.5 

STYRENE co.5 

lSOPROPYLBENZENE(CUMENE) co.5 

N-PROPYLBENZENE co.5 

1,3,5_TRIMETHYLBENZENE co.5 

TERT-BUTYLBENZENE co.5 

1,2,4_TRIMETHYLBENZENE co.5 

SEC-BUTYLBENZENE co.5 

P-ISOPROPYLTOLUENE co.5 

N-BUTYLBENZENE eo.5 

METHYL TERT. BUTYL ETHER co.5 

Limit 
5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

s 0927 
?e-Prim Date 03-MAY-2000 ORIGINAL 
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, 
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H2M LADSJNC. 
575 Broad Hollow Road, Melville, NY 11747-5076 
‘-81)694-3040. FAX:(631)420-6436 NYSDOH IG# 10478 

LABORATORY RESULTS 
. 

BROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 
UPTON, NY 11973 
AttnTo : S. SCARPllTAlTONY ROSS 

Lab No. : 20000406-I 77 

j Federal ID 5111891 
Collected :’ 0%APR-2000 07:30 
Received : OB-APR-2000 1450 

1 Collected By : TB99 
Location: WELL #12 

Copies To : SCHD 

Sample Information... 
Type : Potable Water 

ROUTINE 
Origin: RAw WELL 

VOLATILE ORGANICS (METHOD 502.2) - ug/L 
Run Number :1189 

Date Analyzed : 13APR-2000 

Parameter(s\ 

DICHLORODIFLUOROMETHANE 

CHLOROMETHANE 

VINYL CHLORIDE 

BROMOMETHANE 

CHLOROETHANE 

FLUOROTRICHLOROMETHANE 

1 ,l-DICHLOROETHENE 

METHYLENE CHLORIDE 

TRANS-1,2-DICHLOROETHENE 

l.l-DICHLOROETHANE 

CIS-l.P-DICHLOROETHENE 

2,2-DICHLOROPROPANE 

BROMOCHLOROMETHANE 

CHLOROFORM 

1 ,l ,l-TRICHLOROETHANE 

CARBON TETRACHLORIDE 

1.1-DICHLOROPROPENE 

1.2-DICHLOROETHANE 

TRICHLOROETHENE 

l,2-DICHLOROPROPANE 

DIBROMOMETHANE 

BROMODICHLOROMETHANE 

TRANS-1.3DICHLORQPROPENE 

CIS-1 ,bDICHLOROPROPENE 

1 ,1,2-TRICHLOROETHANE 

TETRACHLOROETHENE 

l.bDICHLOROPROPANE 

CHLORODIBROMOMETHANE 

CHLOROBENZENE 

1 ,I .1 ,P-TETRACHLOROETHANE 

BROMOFORM 

BROMOBENZENE 

1 ,1,2,2_TETRACHLOROETHANE 

Results 

co.5 

eo.5 

CO.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

0.7 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

-=0.5 

CO.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

co.5 

Limit 

5.0 

5.0 

2.0 

5.0 

5.0 

5.0 

5.0 

5.0 

SO 

5.0 

5.0 

5.0 

5.0 

.50 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

5.0 

5.0 

50 

5.0 

5.0 

Result(s) reported meet(s) NEWYORK STATEIUSEPA limits for Potable Water 

Parameter(s) Results 

1.2,3-TRICHLOROPROPANE <OS 

2-CHLOROTOLUENE co.5 

4CHLOROTOLUENE co.5 

M-DICHLOROBENZENE co.5 

P-DICHLOROBENZENE co.5 

0-DICHLOROBENZENE eo.5 

1,2,4-TRICHLOROBENZENE co.5 

HEXACHLOROBUTADIENE co.5 

1,2.3-TRICHLOROBENZENE co.5 

BENZENE co.5 

TOLUENE co.5 

ETHYLBENZENE co.5 

1,3-XYLENE co.5 

1,4-XYLENE co.5 

1,2-XYLENE co.5 

STYRENE co.5 

lSOPROPYLBENZENE(CUMENE) co.5 

N-PROPYLBENZENE co.5 

1,3,5_TRIMETHYLBENZENE CO.5 

TERT-BUTYLBENZENE co.5 

1,2,4_TRIMETHYLBENZENE co.5 

SEC-BUTYLBENZENE co.5 

P-ISOPROPYLTOLUENE co.5 

N-BUTYLBENZENE co.5 

METHYL TERT. BUTYL ETHER co.5 

limk 
5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

Re-Print Date :03-MAY-2000 ORIGINAL 
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. 1ZM -USeliT&. LABORATORY RESULTS 

: BroadHollow Road, Melville, NY 11747-5076 
i)694-3040. FAXz(631)420-6436 NYSDOH ID# 10478 

3ROOKHAVEN NATIONAL LAB.-BNLM 
70 BELL AVE. 
UPTON, NY 11973 
AttnTo : S. SCARPlTTAiTONY ROSS 

‘ederal ID : 5111891 
Collected : OB-APR-2000 07:30 

Lab No. : 2!0000406-178 Sample Information... 
Tvoe : Potable Water ,. 

ROUTINE 
‘. 

\ Origin: TREATED WELL 

Received : 06-APR-2000 14:50 
Collected By : TE99 

Location: WELL #12-TREATED 

Copies To : SCHD 

VOLATILE ORGANICS (METHOD 502.2) - ug/L 
Run Number : 1190 

Date Analped : 13_APR-2000 

Parameterk] Results 

DICHLORODIFLUOROMETHANE co.5 

CHLOROMETHANE co.5 

VINYL CHLORIDE co.5 

BROMOMETHANE co.5 

CHLOROETHANE co.5 

FLUOROTRICHLOROMETHANE co.5 

l,l-DICHLOROETHENE co.5 

METHYLENE CHLORIDE co.5 

TRANS-1,2-DICHLOROETHENE eo.5 

1 ,l-DICHLOROETHANE co.5 

CIS-1,2-DICHLOROETHENE co.5 

2,2-DICHLOROPROPANE CO.5 

BROMOCHLOROMETHANE co.5 

CHLOROFORM 0.8 

1 ,I .l-TRICHLOROETHANE CO.5 

CARBON TETRACHLORIDE co.5 

1 ,I-DICHLOROPROPENE co.5 

1,2-DICHLOROETHANE co.5 

TRICHLOROETHENE co.5 

1,2-DICHLOROPROPANE co.5 

DIBROMOMETHANE co.5 

BROMODICHLOROMETHANE co.5 

TRANS-1 .bDICHLOROPROPENE CO.5 

CIS-1,3-DICHLOROPROPENE co.5 

1 ,1,2-TRICHLOROETHANE co.5 

TETRACHLOROETHENE co.5 

1,3-DICHLOROPROPANE co.5 

CHLORODIBROMOMETHANE co.5 

CHLOROBENZENE co.5 

1 ,l ,1,2-TETRACHLOROETHANE co.5 

BROMOFORM co.5 

BROMOBENZENE co.5 

1 ,1,2.2-TETRACHLOROETHANE eo.5 

Lisnit -- 

5.13 

5.13 

2.‘5 

5.13 

5.3 

5.13 

5.13 

5.13 

5.13 

5.13 

5.13 

5.15 

5.13 

5C1 

5.1) 

5.0 

5.0 

5.0 

5.0 

5.11 

5.0 

50 

5.0 

5.0 

5.11 

5.0 

5.0 

50 

5.0 

5.0 

50 

5.0 

5.0 

Result(s) reported meet(s) NEW YORK STATEIUSEPA limits for Potable Water 

Parameter(s) Results 

1,2.3-TRICHLOROPROPANE co.5 

2-CHLOROTOLUENE CO.5 

4-CHLOROTOLUENE co.5 

M-DICHLOROBENZENE co.5 

P-DICHLOROBENZENE co.5 

0-DICHLOROBENZENE co.5 

1,2,4-TRICHLOROBENZENE co.5 

HEXACHLOROBUTADIENE co.5 

1.2.3-TRICHLOROBENZENE CO.5 

BENZENE co.5 

TOLUENE co.5 

ETHYLBENZENE co.5 

1,3-XYLENE co.5 

1,4-XYLENE co.5 

1,2-XYLENE co.5 

STYRENE co.5 

lSOPROPYLBENZENE(CUMENE) co.5 

N-PROPYLBENZENE co.5 

1,3.5-TRIMETHYLBENZENE co.5 

TERT-BUTYLBENZENE co.5 

1,2,4_TRIMETHYLBENZENE co.5 

SEC-BUTYLBENZENE eo.5 

P-ISOPROPYLTOLUENE co.5 

N-BUTYLBENZENE co.5 

METHYL TERT. BUrYL ETHER co.5 

Lm 
5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

5.0 

50 

.Xe_Print Date : C&MAY-2000 ORIGINAL 

Report for client information only 

Laboratory Director 


